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KEY NOTES

(1) MOUNTED 78" AFF

KEY PAD TO ACTIVATE
AUTOMATIC DOOR OPENER

(3) NOT USED

@ DEDICATED FOR
TELEMETRY

CABLING FOR TELEMETRY
TO BE DONE BY
PHILLIPS. CABLING FOR
TELE/DATA TO BE DONE
BY CONTRACTOR

@ DEDICATED FOR IRM

MOUNTED ABOVE COUNTER.
COORDINATE EXACT
LOCATION OF OUTLET WITH
CASEWORK.

RUN CABLE TO WIRELESS
ACCESS DEVICE SHOWN IN
CORRIDOR

MOUNTED UNDER DESKTOP
FURNITURE SHOWN IN
AREA.

MOUNTED 48" AFF

@ DEVICE IS PART OF HEADWALL
UNIT COORDINATE OUTLET
LOCATION.

@ SHOWN FOR REFERENCE
ONLY. WORK TO BE DONE BY
OTHERS.
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SPRINKLER PIPING
ELECTRICAL CONDUIT

[ PLUMBING VENT AND SUPPLY PIPING |

HVAC | HVAC PIPING | HVAC

PLUMBING WASTE/ROOF DRAINAGE
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CEILING SYSTEM

/RECESSED LIGHT FIXTURES \
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FULLY SPRINKLERED
FOR CONSTRUCTION
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